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2-4 12 STEEL CONDUITS
1 RUN 3 #350 Cu (OIL STATIC LINE)

12 WAY DUCT BANK
2 RUNS OF 3 #350 Cu
1 RUN OF 3 #600 Cu

15 WAY DUCT BANK
3 RUNS OF 3 #1000 AL

4 WAY DUCT BANK
2 RUNS OF 3 #1000 AL

9 WAY DUCT BANK
1 RUN OF 3 #1000 AL

2 WAY DUCT BANK
1 RUN OF 3 #1000 AL

6 WAY DUCT BANK

2 - 5" PVC
3 #1/0 AL

2 - 5" PVC
3 #1/0 AL

2 - 5" PVC
3 #1/0 AL

ALABAMA POWER
PARTIAL LOCATION MAP
DUCT BANK NEAR WALLACE TUNNEL


